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NOTES:

1. MINOR FASTENERS, PIPE SUPPORTS AND INSULATION NOT SHOWN FOR CLARITY.
2. STRUCTURAL STEEL GALVANISED TO AS4680.
3. PIPING PRESSIT COPPER WITH 25mm EPDM FOIL BACKED INSULATION. POTABLE 6 STRUCTURAL SKID FRAME 1
PIPING PRESSFIT COPPER AS STANDARD, HOWEVER OTHER OPTIONS AVAILABLE. 5 ELECTRICAL CONTROL PANEL 1
4. SKID TO BE INSTALLED ON A LEVEL SLAB. FOR ANY VARIATION IN FLOOR LEVEL APPROX WEIGHT 4 EXPANSION TANK AND ACCESORIES 1
SH(I:'gS SHALL BE USZED zo SUIT S(|:<|D0NATURSAL S?ASE.S CE ACCESS WPL-A 13.2 HEAT PUMP|WPL-A 17.2 HEAT PUMP 3 STIEBEL ELTRON WATER PUMP 2
5. RECOMMENDED 1.2m CLEARANCE ON ALL SIDES FOR SERVICE ACCE 1,680 kg 1,750 kg
6.  WHEN LIFTING WITH LIFT LUGS A SPREADER BAR WITH MINIMUM 2.5m WIDTH 2,800 kg 4,680 kg i S?TE|EEELEEEF?(’)\‘NO\;J/E?AOHRETA?\;EE&)SL 2
MUST BE USED TO AVOID DAMAGING THE EQUIPMENT. TeM | PARTN DESCRIP'I_'ION QY
0
UNLESS OTHERWISE SPECIFIED THIS DRAWING IS CONFIDENTIAL AND
DIMENSIONS ARE IN MILLIMETERS THE PROPERTY OF RUBIGO GROUP PTY GENERAL ARRANGEMENT
THIRD ANGLE PROJECTION LTD. REPRODUCTION OR DISTRIBUTION DOMESTIC HOT WATER SYSTEM
FABRICATION TOLERANCE:  +2.0mm RIGHTS ARE RESERVED EXCLUSIVELY TO
MACHINED TOLERANCE: +0.5mm RUBIGO GROUP PTY LTD UNLESS CM'T 23 SKID CON FIGURATION
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